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R.O.W. OR ESMT. LINE

END SEAL s e SLEEVED WITH 8" PVC TO PROTECT

& RISER BEFORE AND DURING BACKFILL
OPERATION. NO JOINTS ALLOWED IN
VERTICAL RISER.
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CONCRETE AT SERVICE CONNECTION SHALL
COMPLETELY FILL TRENCH WIDTH TO DEPTH
INDICATED ON DETAIL AND EXTEND 6" EACH
WAY BEYOND TEE OR WYE JOINTS.

WASTEWATER
MAIN

SUPPORT
*STACKS SHALL BE REQUIRED WHERE CONNECTION
THE TOP OF THE SEWER MAIN IS AT A
DEPTH OF 8' OR GREATER
(MEASURED FROM TOP OF SEWER CONCRETE ENCASEMENT FOR

MAIN TO FINISHED GRADE) SERVICE CONNECTION
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